
CONTRA COSTA COUNTY

CONSERVATION AND DEVELOPMENT DEPARTMENT

30 Muir Road, Martinez, CA 94553

(925) 655-2700

CIVIL ENGINEERING

BKF ENGINEERS

1646 N. California Boulevard, Suite 400, Walnut Creek, CA 94596

(510) 879-4544

MARJANG ARCHITECTURE

930 Cole Street, Suite 101, San Francisco CA 94070

(415) 522-0600

SPECIAL SYSTEMS, SECURITY, & ACOUSTICAL ENGINEERING

SMITH, FAUSE, & MCDONALD INC.

351 8th Street, San Francisco CA 94103

(415) 255-9140

ESTIMATOR

MICROESTIMATION INC.

850 S. Van Ness Avenue, #26, San Francisco CA 94110

(415) 255-9140

APPROVALS:

BILL HANSEL
Kensington General Manager

ISSUED FOR BUILDING PERMIT

ISSUED FOR BUILDING PERMIT
APRIL 1ST, 2022

217 Arlington Avenue
KENSINGTON, CA 94707

KENSINGTON PUBLIC SAFETY BUILDING

ARCHITECT

STRUCTURAL ENGINEERING

ZFA STRUCTURAL ENGINEERS

1390 El Camino Real, Suite 100, San Carlos, CA 94070

(650) 394-8869

GEOTECHNICAL ENGINEER

HALEY ALDRICH

1956 Webster Street, #300, Oakland CA 94612

(510) 879-4544

MECHANICAL ENGINEERING

LIST ENGINEERING COMPANY

2 Harris Court, Suite A7, Monterey CA 93940

(831) 373-4390

CITY OF KENSINGTON

KENSINGTON FIRE PROTECTION DISTRICT

217 Arlington Avenue, Kensington CA 94707

(510) 527-8395
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USE & OCCUPANCY CLASSIFICATION (302.1)

304.1 GROUP B CIVIC ADMINISTRATION
310.4 GROUP R-2 DORMITORIES
311.3 GROUP S-2 GARAGE, LOW HAZARD STORAGE

CODE REFERENCE

2019 CALIFORNIA BUILDING CODE VOLUMES I & II

CONSTRUCTION TYPE (601)

T-601 CONSTRUCTION TYPE TYPE V-B

BUILDING HEIGHTS & AREA LIMITATIONS - TYPE OF CONSTRUCTION: V-B, FULLY

SPRINKLERED

508.3.2 R-2 MIXED USE & OCCUPANCY MOST RESTRICTIVE
T-504.3 ALLOWABLE HEIGHT 60'-0" S(WITHOUT AREA INCREASE)
T-506.2 ALLOWABLE AREA 21,000 SF SM(WITHOUT HEIGHT INCREASE)

FIRE RESISTANT RATING REQUIREMENTS FOR BUILDING ELEMENTS TYPE V-B (T-601)

PRIMARY STRUCTURE 0 HRS
BEARING WALLS EXTERIOR 0 HRS
BEARING WALLS INTERIOR 0 HRS
NONBEARING WALLS -EXT 0 HRS
NONBEARING WALLS -INT 0 HRS
FLOOR CONSTRUCTION 0 HRS
ROOF CONSTRUCTION 0 HRS

NONSEPARATED OCCUPANCIES (508.3)

508.3.3.2 NO SEPARATION REQUIRED EXCEPT FOR GROUP R-2
420.2 & 708.3 R-2 FIRE PARTITION WALLS 1-HR
420.3 R-2 HORIZONTAL SEPARATION 1-HR
708.3.2 R-2 SLEEPING UNIT SEPARATION 1/2 HR

FIRE RESISTANCE RATING FOR EXTERIOR WALLS BASED ON FIRE SEPARATION (T-602)

X < 5 1 HR
10 < X < 30 0 HRS

OPENINGS (SPRINKLERED) UNPROTECTED (T-705.8)

0-3FT 3-5FT 5-10FT 10-15FT 15-20FT >20FT
NOT 15% 25% 45% 75% NO LIMIT
PERMITTED

SINGLE EXITS WITH SPRINKLER SYSTEM (1006.3.3)

T-1006.3.3(1) R-2 COMMON PATH OF EGRESS TRAVEL 125'-0"(4 DWELLING UNITS MAX)
T-1006.3.3(2) B COMMON PATH OF EGRESS TRAVEL 75'-0"(49 MAX OCCUPANT LOAD)

S COMMON PATH OF EGRESS TRAVEL 75'-0"(25 MAX OCCUPANT LOAD)

MAXIMUM EXIT ACCESS TRAVEL DISTANCE WITH SPRINKLER SYSTEM (T-1017.2)

GROUP R-2 MAX. TRAVEL DISTANCE 250'-0"
GROUP B MAX. TRAVEL DISTANCE 300'-0"
GROUP S-2 MAX. TRAVEL DISTANCE 400'-0"

CORRIDOR FIRE-RESISTANCE RATING (T-1020.1)

GROUP R-2 OCCUPANT LOAD >10 1-HR
GROUP B OCCUPANT LOAD >30 0-HR
GROUP S-2 OCCUPANT LOAD >30 0-HR

OCCUPANT LOAD TABLE (1004.1.2)

SPACE FUNCTION LOAD FACTOR
STORAGE/MECH./EQUIPMENT 300 GROSS
BUSINESS 150 GROSS
DORMITORIES 50 GROSS
EXERCISE ROOMS 50 GROSS
RESIDENTIAL (KITCHEN, DINING, DAY) 200 GROSS
PARKING 200 GROSS
UNCONCENTRATED TABLES AND CHAIRS 15 NET

GROUP R-2

GROUP S-2

GROUP B

NON RATED WALL

1-HR RATED WALL

1/2-HR RATED WALL

REQUIRED STAIRWAY WIDTH (1005.3.1)

CAPACITY FACTOR EX.1 SPRINKLERED 0.2 INCHES (NOT LESS THAN 44" PER 1011)

OTHER EGRESS COMPONENTS SIZING (1005.3.2)

CAPACITY FACTOR EX.1 SPRINKLERED 0.15 INCHES (NOT LESS THAN 32" PER 1010.1)

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

CODE DIAGRAM LEVEL 1

SCALE: 1/4" = 1'-0"1 CODE DIAGRAM - 1ST LEVEL PLAN

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022

OCCUPANT LOAD

NUMBER ROOM NAME
OCC.
TYPE AREA

LOAD
FACTOR OCC. LOAD

101 APPARATUS BAY S-2 1445 SF 200 8

102 COMPRESSOR S-2 24 SF

105 LOBBY B 110 SF 150 1

106 HALL 1 R-2 143 SF

107 STAFF B 177 SF 150 2

108 ELEVATOR R-2 46 SF

109 EMR R-2 49 SF

110 ADMINISTRATION B 252 SF 150 2

111 MEETING B 382 SF 15 26

112 RESTROOM B 58 SF

113 STORAGE 1 B 33 SF

201 (E) RADIO R-2 59 SF 300 1

202 (E) STORAGE 2 R-2 83 SF 300 1

203 (E) IT/ELEC R-2 131 SF 300 1

204 OFFICE 1 R-2 127 SF 200 1

205 CAPTAIN'S OFFICE R-2 123 SF 200 1

206 KITCHEN/DINING R-2 549 SF 200 3

207 DAYROOM R-2 461 SF 200 3

208 HALL 2 R-2 222 SF

209 EXERCISE R-2 287 SF 50 6

210 ELEVATOR R-2 46 SF

211 HALL 3 R-2 128 SF

212 DORM 1 R-2 144 SF 50 3

213 DORM 2 R-2 144 SF 50 3

214 DORM 3 R-2 144 SF 50 3

215 LAUNDRY R-2 54 SF 200 1

216 ADA BATH 2 R-2 66 SF

217 BATH 1 R-2 62 SF

218 STORAGE 3 R-2 36 SF

EXIT CAPACITY

EXIT NO. EXIT TYPE
REQ'D.
WIDTH

ACTUAL
WIDTH

EXIT
CAPACITY

EXIT
USE

EXIT 1, TEMPERED SAFETY GLAZING DOOR 32" 34" 227 44

EXIT 2 DOOR 32" 34" 227 8

EXIT 3 DOOR 32" 34" 227 6

EXIT 4, TEMPERED SAFETY GLAZING DOOR 32" 34" 227 19

EXIT 5 DOOR 32" 34" 227 2

EXIT 6 DOOR 32" 34" 227 1

STAIR 1 STAIR 44" 44" 220 10
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1. SEE GENERAL NOTES, PROJECT DATA, SYMBOL LEGEND 
AND ABBREVIATIONS ON SHEET A001.

2. FOR SIGNAGE DETAILS, SYMBOLS, AND MOUNTING 
HEIGHTS, SEE SHEETS A014, A015.

3. VERIFY EXACT SIGNAGE LOCATIONS AND MOUNTING 
HEIGHTS PRIOR TO INSTALLATION.

4. WHERE SIGNAGE IS MOUNTED ON EXTERIOR FACADE, 
PROVIDE BACKING PLATE AND SEALANT WITH BACKING 
ROD, TYPICAL INCLUDING WEEP HOLE AT BOTTOM. 

5. WHERE SIGNAGE IS MOUNTED ON GLASS, PROVIDE 
MATCHING BLANK PLATE ON OPPOSITE SIDE, ALIGNED 
WITH SIGN.

6. ALL SIGNS ARE CONTRACTOR PROVIDED AND INSTALLED, 
U.O.N.

7. SEE CIVIL AND LANDSCAPE DRAWINGS FOR ADDITIONAL 
SITE SIGNAGE.

8. CONFIRM FINAL LOCATIONS OF ALL CITY REQUIRED 
SIGNAGE WITH CLIENT AND ARCHITECT PRIOR TO 
MOUNTING.

9. WHERE SIGNS ARE LOCATED ON THE SITE, PROVIDE 2" 
GALV PIPE POLE SET IN CONCRETE BASE AT HEIGHT 
INDICATED PER CIVIL DRAWING DETAILS.

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

GROUND FLOOR SIGNAGE PLAN

SCALE: 1/4" = 1'-0"1 SIGNAGE PLAN - 1ST LEVEL PLAN

NO. DESCRIPTION DATE

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022

SIGNAGE SCHEDULE - 1ST LEVEL

SIGN
ID ROOM LOCATION SIGN TYPE LANGUAGE DETAIL REFERENCE MOUNTING LOCATION

BRAILLE AND
TACTILE

101A APPARATUS BAY ROOM ID 101 APPARATUS BAY 1/A014 GLASS MOUNT YES

101B APPARATUS BAY DIRECTIONAL EXIT 2/A014 WALL MOUNT YES

105A LOBBY ENTRANCE ISA ISA 9/A015 EXTERIOR GLASS MOUNT NO

105B LOBBY DIRECTIONAL EXIT 2/A014 GLASS MOUNT YES

105C LOBBY FIRE EXTINGUISHER FLAG SEE DETAIL 1/A015 WALL MOUNT NO

106A HALL 1 DIRECTIONAL EXIT ROUTE 2/A014 GLASS MOUNT YES

106B HALL 1 STAIR LEVEL IDENTIFICATION *1 6/A015 WALL MOUNT YES

106C HALL 1 RESTROOM ID 106 HALL 1 1/A014 GLASS MOUNT YES

107A STAFF ROOM ID 107 STAFF 1/A014 GLASS MOUNT YES

107B STAFF DIRECTIONAL EXIT ROUTE 2/A014 GLASS MOUNT YES

107C STAFF EMERGENCY EVACUATION NOTICE EXIT MAP, EVACUATION INSTRUCTIONS PER DETAIL 14/A015 WALL MOUNT NO

108A ELEVATOR IN CASE OF FIRE SEE DETAIL 5/A015 WALL MOUNT NO

109A ELEVATOR MACHINE ROOM ROOM ID 109 ELEVATOR MACHINE ROOM 1/A014 WALL MOUNT YES

110A ADMINISTRATION ROOM ID 110 ADMINISTRATION 1/A014 GLASS MOUNT YES

111A MEETING ROOM ROOM ID 111 MEETING ROOM 1/A014 GLASS MOUNT YES

112A RESTROOM RESTROOM ID ALL GENDER RESTROOM 5/A014 WALL MOUNT YES

112B RESTROOM RESTROOM SYMBOL ALL GENDER SYMBOL 6/A014 DOOR MOUNT NO

113A STORAGE 1 ROOM ID 113 STORAGE 1 1/A014 WALL MOUNT YES
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PROVIDE GAMCO MODEL 
CD-1, OR SIM. PAPER CUP 
DISPENSER

GRID INDICATING SYMBOL 
PROPORTIONS

SYMBOL AND BACKGROUND 
TO BE CONTRASTING COLORS

CENTERLINE OF SIGNAGE 
MOUNTED 9" FROM 
ADJACENT DOOR OPENING, 
EITHER SIDE TYP. UON

CENTERLINE OF SIGNAGE
MOUNTED 60" FROM FINISH
FLOOR TYP. UON

NOTE: INTERNATIONAL 
SYMBOL OF ACCESSIBILITY IS 
PROVIDED AT DOORS 
LEADING TO ACCESSIBLE 
EXITS ONLY, SEE A012 FOR 
LOCATIONS

6
"

6"

EXIT

WHITE LETTERS AND SYMBOLS
ON GREY BACKGROUND

1/16" RAISED TEXT. 3/4"
HIGH WIDTH TO HEIGTH RATIO
OF 3:5 TO 1:1 AND STROKE 
WIDTH-TO-HEIGHT RATIO OF 
1:5 TO 1:10.

BRAILLE SHALL BE GRADE ll 
POSITIONED BELOW TEXT. 
BRAILE SHALL BE SEPERATED 
3/8" MIN. AND 1/2" MAX FROM 
ANY OTHER TACTILE 
CHARACTERS. (CBC11B-703.3)

2"X6" SIGN TYP., 4"X6" SIGN 
ONLY ADJACENT TO DOORS 
WITH ADDITIONAL TEXT 'EXIT 
ROUTE' 

AT ALL LOCATIONS WHERE 
SIGNS MUST BE PLACED ON 
GLASS, PROVIDE CLEAR 
ANODIZED ALUMINUM BLANK 
PANEL AT SAME LOCATION ON 
OPP. SIDE OF GLASS, TO 
MATCH SHAPE OF EXIT SIGN.

CENTERLINE OF SIGNAGE
MOUNTED 9" FROM ADJACENT
DOOR OPENING, EITHER SIDE 
TYP. UON
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LOCATED 48" MIN. ABOVE F.F. OR 
GROUND SURFACE, MEASURED 
FROM THE BASELINE OF THE 
LOWEST BRAILLE CELLS AND 60" 
MAX. ABOVE F.F. OR GROUND 
SURFACE, MEASURED FROM THE 
BASELINE OF THE HIGHEST LINE 
OF RASIED CHARACTERS
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INCREASE THE MAXIMUM EFFORT TO OPERATE FIRE DOORS TO 
ACHEIVE POSITIVE LATCHING BUT NOT TO EXCEED 15 LBS. MAX
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NOTES:
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1. CONTRACTOR TO PROVIDE SAMPLE MOCK-UP FOR REVIEW PRIOR TO 
FABRICATION

2. ATTACH SIGNAGE W/ ADHESIVES PER MANUFACTURER'S 
RECOMMENDATION. SIGNS SHALL BE CENTERED ON DOOR WITH 
HORIZONTAL CENTERLINE 60" ABOVE FINISH FLOOR

CODE REFERENCE: 11B-216.8, 11B-703.7.2.6

PLAN

ELEC WALL OUTLET WHERE OCCURS.
ALIGN VERTICALLY W/ ELEC SWITCH IF
OUTLET IS WITHIN 2'-0" OF DOOR.

ACCESSORY SWITCHES & CONTROLS: 
PLACE WITHIN 1'-6" (HORIZONTALLY)OF 
DOOR; WHERE ADDITIONAL ROWS ARE 
REQD BY RM FUNCTION, PLACE PRIMARY 
LIGHT SWITCHES ON TOP, ACCESSORY 
SWITCHES & CONTROLS AT BOTTOM.

FLASHING EMERGENCY INDICATOR LIGHT
(STROBE LIGHT)

LOCATE SWITCHES AND OTHER
ELECTRICAL DEVICES WITHIN 1'-6" OF
EDGE OF DOOR.

LIGHT SWITCH, DIMMER, THERMOSTAT &
OTHER CONTROLS; ALIGN HORIZONTALLY

CENTERLINE OF TOP ROW OF
SWITCHES AND LEVER HANDLE
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WHERE SWITCHES OCCUR AT END OF DOOR SWING.

CARD READER, WHERE OCCURS

5
4

" 
M

A
X

. 
T

O
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H
E

 C
E

N
T

E
R

CL

CL

ADA PUSH PLATE -PROVIDE AT BOTH 
INTERIOR AND EXTERIOR SIDE OF DOOR 

8
' M

A
X

7
" 

M
INCL

ADA PUSH PLATE -PROVIDE AT BOTH 
INTERIOR AND EXTERIOR SIDE OF DOOR 

4
4
" 

M
A

X

3
0
" 

M
IN

CL

CL

CL

ROOM NAME

WHITE LETTERS AND 
SYMBOLS ON GREY 

BACKGROUND

1/16" RAISED TEXT WITH ROOM 
NAME OR NUMBER, SEE 
SCHEDULE ON A012.  3/4" HIGH 
WIDTH-TO-HEIGHT RATIO OF 3:5 
TO 1:1 AND STRROKE WIDTH-TO-
HEIGHT RATIO OF 1:5 TO 1:10.

CA GRADE 2 BRAILLE WITH
DOTS 1/10" O.C.  IN EACH
CELL, 1/2" SPACE BETWEEN
CELLS, AND DOTS SHALL BE
RAISED 1/40" MIN. 

CENTERLINE OF 
SIGNAGE MOUNTED 9" 

FROM ADJACENT
DOOR OPENING, EITHER 

SIDE TYP. UON

CENTERLINE OF SIGNAGE
MOUNTED 60" FROM FINISH
FLOOR TYP. UON

0' - 6"

CODE REF: 11B-703

H
E

IG
H

T
 A

S
 R

E
Q

U
IR

E
D

AT ALL LOCATIONS WHERE
SIGNS MUST BE PLACED ON GLASS, 
PROVIDE CLEAR ANODIZED 
ALUMINUM BLANK PANEL AT SAME 
LOCATION ON OPP. SIDE OF GLASS, 
TO MATCH SHAPE OF SIGN.

NOTE: REFER TO CBC 11B-703.4.1 
FOR REQUIRED MOUNTING 
HEIGHT DETAILS

130

WHITE LETTERS AND 
SYMBOLS ON GREY 

BACKGROUND

1/16" RAISED TEXT WITH ROOM 
NAME OR NUMBER, SEE 
SCHEDULE ON A012.  3/4" HIGH, 
WIDTH-TO-HEIGHT RATIO OF 3:5 
TO 1:1 AND STROKE WIDTH-TO-
HEIGHT RATIO OF 1:5 TO 1:10.

CA GRADE 2 BRAILLE WITH
DOTS 1/10" O.C.  IN EACH
CELL, 1/2" SPACE BETWEEN
CELLS, AND DOTS SHALL BE
RAISED 1/40" MIN. 

CENTERLINE OF 
SIGNAGE MOUNTED 9" 

FROM ADJACENT
DOOR OPENING OR 

MULLION, EITHER SIDE 
TYP. UON

CENTERLINE OF SIGNAGE
MOUNTED 60" FROM FINISH
FLOOR TYP. UON

0' - 6"

0
' -

 6
"

CODE REF: 11B-703

H
E

IG
H

T
 A

S
 R

E
Q

U
IR

E
D

AT ALL LOCATIONS WHERE
SIGNS MUST BE PLACED ON GLASS, 
PROVIDE CLEAR ANODIZED 
ALUMINUM BLANK PANEL AT SAME 
LOCATION ON OPP. SIDE OF GLASS, 
TO MATCH SHAPE OF SIGN.

NOTE: REFER TO CBC 11B-703.4.1 
FOR REQUIRED MOUNTING 
HEIGHT DETAILS

ALL-GENDER
RESTROOM

130

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

ACCESSIBILITY REQUIREMENTS & SIGNAGE

SCALE: 1/2" = 1'-0"9 LEVEL CLEARANCE AT DOORS

SCALE: 1/2" = 1'-0"7 TYPICAL SIGNAGE MOUNTING HEIGHTS

SCALE: 1/4" = 1'-0"16 TYPICAL ADA CLEARANCES AND MOUNTING HEIGHTS

SCALE: 6" = 1'-0"13 INTERNATIONAL ACCESSIBILITY SYMBOL

SCALE: 6" = 1'-0"2 EXIT SIGNAGE
SCALE: 1/2" = 1'-0"10 MOUNTING  LOC. OF HARDWARE AT DOORS

SCALE: 3" = 1'-0"6 UNISEX TOILET ROOM IDENTIFICATION SIGN

SCALE: 3/8" = 1'-0"11 DEVICE PLATE LOCATIONS

1. SEE GENERAL NOTES, PROJECT DATA, SYMBOL LEGEND 
AND ABBREVIATIONS ON SHEET A001.

2. WHERE SIGNAGE IS MOUNTED ON EXTERIOR FACADE, 
PROVIDE BACKING PLATE AND SEALANT WITH BACKING 
ROD, TYPICAL INCLUDING WEEP HOLE AT BOTTOM. 
WHERE SIGNAGE IS MOUNTED ON GLASS, PROVIDE 
MATCHING BLANK PLATE ON OPPOSITE SIDE, ALIGNED 
WITH SIGN.

3. ALL SIGNS ARE CONTRACTOR PROVIDED AND INSTALLED, 
U.O.N.

4. SEE CIVIL AND LANDSCAPE DRAWINGS FOR ADDITIONAL 
SITE SIGNAGE.

5. CONFIRM FINAL LOCATIONS OF ALL CITY REQUIRED 
SIGNAGE WITH CLIENT AND ARCHITECT PRIOR TO 
MOUNTING.

6. WHERE SIGNS ARE LOCATED ON THE SITE, PROVIDE 2" 
GALV PIPE POLE SET IN CONCRETE BASE AT HEIGHT 
INDICATED PER CIVIL DRAWING DETAILS.

SHEET NOTES

SCALE: 3" = 1'-0"1 PERMANENT ROOM IDENTIFICATION SIGN
SCALE: 3" = 1'-0"5 RESTROOM IDENTIFICATION SIGN

NO. DESCRIPTION DATE

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022



6
"

6"

1
"

4
"

1
"

A

B

A. 3M WHITE PERMANENT SELF ADHESIVE VINYL, APPLIED TO SECOND SURFACE OF GLASS.
B. BLUE VINYL  

6
"

6"

1
"

4
"

1
"

A B

A. 1 1/2" SQUARE CLEAR ANODIZED ALUMINUM "L" BRACKETS MECHANICALLY FASTENED 
TO WALL. ATTACH TO SIGN PANEL WITH VHB TAPE. 

B. 1/8" ALUMINUM SIGN PANEL, ALL SURFACES TO BE PAINTED, COLOR TBD. 
C. VINYL GRAPHICS, SURFACE APPLIED. COLOR: 3M SCOTCHCAL 50-10 WHITE. 
D. SATIN FINISH CLEAR TOP COAT TO SEAL VINYL IN PLACE (NOT SHOWN).

CL

C

1
"

1
"

A

6
"

6"

A

B

A. 1/8" ALUMINUM SIGN PANEL, ALL SURFACES PAINTED TO MATCH COLOR (TBD).
B. VINYL GRAPHICS, SURFACE APPLIED. COLOR: 3M SCOTCHCAL 50-10 WHITE.
C. SATIN FINISH CLEAR TOP COAT TO SEAL VINYL IN PLACE (NOT SHOWN).
D. MOUNT SIGN TO WALL WITH VHB TAPE AND SILICONE ADHESIVE.

IN CASE OF FIRE, USE 
EXIT STAIRS. DO NOT 
USE ELEVATORS.

A

B

A. SIGN BACKGROUND SHALL HAVE A NON-GLARE FINISH. U.O.N., INTERIOR SIGNS SHALL 
BE TYPICALLY ADHERED TO WALL SURFACE WITH NON-STAINING SILICONE SEALANT 
AND FOAM TAPE WITHOUT ANY MECHANICAL FASTENERS. U.O.N., SIGN MATERIAL 
SHALL BE 1/4" THICK MELAMINE. COLOR TBD.

B. CHARACTER LETTERS SHALL BE RAISED 1/32" MIN. & NO SHARP EDGES. CHARACTERS 
SHALL HAVE 70% MIN. REFLECTED LIGHT VALUE WITH BACKGROUND.CHARACTER 
PROPORTIONS WIDTH TO HEIGHT RATION SHALL BE SELECTED FROM FONTS WHERE 
THE WIDTH OF THE UPPERCASE LETTERS "O" IS 60% MINIMUM AND 110% MAXIMUMOF 
THE HEIGHT OF UPPERCASE LETTER "I". TEXT TO BE CENTERED ON SIGN. GROUND 
FLOOR TO BE DENOTED W/ STAR. UNLESS OTHERWISE NOTED, TEXT COLOR SHALL BE 
WHITE WITH A NON-GLARE FINISH.

C. BRAILLE: CONTRACTED GRADE 2 BEAD BRAILLE TRANSLATION (IN LOWER) OF TEXT 
ABOVE. CENTER JUSTIFY BRAILLE ON SIGN.

D. PROVIDE SEMIGLOSS, CLEAR PROTECTIVE COATING ON SIGNS, U.O.N.

4
"

4"

2
"

3
/8

"

EMERGENCY EVACUATION 

15"

1
2
"

FIRST FLOOR - 217 ARLINGTON AVE, KENSINGTON  

IN THE EVENT OF AN EMERGENCY:

• PROCEED TO NEAREST EXIT

• DO NOT USE THE ELEVATOR!

  USE STAIRS

• CALL FIRE DEPARTMENT: 9-1-1

FIRE ALARM STATION:

In the event of a fire, 

pull down on lever to 
activate alarm.

EXIT STAIR:

In an emergency, proceed 
to stair and exit on 1st 

floor. Stair landing is an 

area of refuge for 
disabled occupants.

FIRST FLOOR MAP

1/4" THICK MELAMINE 
PANEL, TYP.

1/2" LETTER HEIGHT, ARIAL 
FONT, CONTRAST WITH 

BACKGROUND

3/8" LETTER HEIGHT, ARIAL 
FONT, CONTRAST WITH 

BACKGROUND

1/4" LETTER HEIGHT, ARIAL 
FONT, ITALICIZED, CONTRAST 

WITH BACKGROUND

1/4" LETTER HEIGHT, ARIAL 
FONT,  LOWER CASE, 

CONTRAST WITH BACKGROUND

YOU ARE HERE

EVACUATION 

ROUTE

EMERGENCY EVACUATION 

15"

1
2
"

SECOND FLOOR - 217 ARLINGTON AVE, KENSINGTON  

IN THE EVENT OF AN EMERGENCY:

• PROCEED TO NEAREST EXIT

• DO NOT USE THE ELEVATOR!

  USE STAIRS

• CALL FIRE DEPARTMENT: 9-1-1

FIRE ALARM STATION:

In the event of a fire, 

pull down on lever to 
activate alarm.

EXIT STAIR:

In an emergency, proceed 
to stair and exit on 1st 

floor. Stair landing is an 

area of refuge for 
disabled occupants.

SECOND FLOOR MAP

1/4" THICK MELAMINE 
PANEL, TYP.

1/2" LETTER HEIGHT, ARIAL 
FONT, CONTRAST WITH 

BACKGROUND

3/8" LETTER HEIGHT, ARIAL 
FONT, CONTRAST WITH 

BACKGROUND

1/4" LETTER HEIGHT, ARIAL 
FONT, ITALICIZED, CONTRAST 

WITH BACKGROUND

1/4" LETTER HEIGHT, ARIAL 
FONT,  LOWER CASE, 

CONTRAST WITH BACKGROUND

YOU ARE HERE

EVACUATION 

ROUTE

2
"

4"

A

B

A. 3M BLACK PERMANENT SELF ADHESIVE VINYL.
B. 3/4" HIGH, WHITE CONTRASTING TEXT, ARIAL FONT. TEXT TO MATCH

CORRESPONDING DOOR NUMBER. 

ST1-1A JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS

PROJECT TEAM
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

ACCESSIBILITY REQUIREMENTS & SIGNAGE

SCALE: 6" = 1'-0"9 6" ENTRY VINYL (ISA)
SCALE: 6" = 1'-0"1 FIRE EXTINGUISHER FLAG

SCALE: 6" = 1'-0"5 IN CASE OF FIRE

SCALE: 6" = 1'-0"6 STAIR LEVEL IDENTIFICATION
SCALE: 6" = 1'-0"14 EMERGENCY EVACUATION NOTICE

SCALE: 12" = 1'-0"13 DOOR NUMBER SIGN

1. SEE GENERAL NOTES, PROJECT DATA, SYMBOL LEGEND 
AND ABBREVIATIONS ON SHEET A001.

2. WHERE SIGNAGE IS MOUNTED ON EXTERIOR FACADE, 
PROVIDE BACKING PLATE AND SEALANT WITH BACKING 
ROD, TYPICAL INCLUDING WEEP HOLE AT BOTTOM. 
WHERE SIGNAGE IS MOUNTED ON GLASS, PROVIDE 
MATCHING BLANK PLATE ON OPPOSITE SIDE, ALIGNED 
WITH SIGN.

3. ALL SIGNS ARE CONTRACTOR PROVIDED AND INSTALLED, 
U.O.N.

4. SEE CIVIL AND LANDSCAPE DRAWINGS FOR ADDITIONAL 
SITE SIGNAGE.

5. CONFIRM FINAL LOCATIONS OF ALL CITY REQUIRED 
SIGNAGE WITH CLIENT AND ARCHITECT PRIOR TO 
MOUNTING.

6. WHERE SIGNS ARE LOCATED ON THE SITE, PROVIDE 2" 
GALV PIPE POLE SET IN CONCRETE BASE AT HEIGHT 
INDICATED PER CIVIL DRAWING DETAILS.

SHEET NOTES

NO. DESCRIPTION DATE

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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DRIVEWAY
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(E) BOLLARD

(E) CONC. 
STAIRS

(E) ADA RAMP

DASHED LINE 
INDICATES LINE OF (E) 

ROOF OVERHANG

DASHED LINE 
INDICATES LINE OF 
(E) ROOF OVERHANG

(E) CONCRETE PAD

(E) CMU WALL

217 ARLINGTON AVE.
APN: 570-050-02107

(E) LIGHT POLE

(E) LIGHT POLE

(E) GAS METER

(E) WATER METER

(E) UTILITY BOX

SEWER MANHOLE
(E) STORM DRAIN

(E) COLUMNS

LINE OF (E) CURB

(E) GRATE, TYP.

TYP.

9' - 0" 10' - 0"
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.
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 0

"

5
' -

 0
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 0
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18' - 0"

SHADED AREA INDICATES 
THE (E) 2ND FLOOR DECK 

AREA TO BE ENCLOSED 
FOR (N) CONDITIONED 

SPACE (345 SF)

DASHED LINE INDICATES 
EXTENT OF 2ND LEVEL 

3' - 5" 1' - 7"

1
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"
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1
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JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

SITE PLAN

SCALE: 1/8" = 1'-0"1 PROPOSED SITE PLAN

NO. DESCRIPTION DATE

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

5 PLANNING SUBMITTAL R1 01/06/2022

6 PLANNING REVISION 2 02/04/2022

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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14' - 5 1/2" 13' - 0" 14' - 5 1/4" 7' - 8 1/4" 15' - 11" 13' - 8"

A301

1

A304

1

A302

1

GARAGE

COMPRESSOR

CL

STAIR

RESTROOM

CONFERENCE

CL

HALL/FILES/PRINT

ENTRY

STAFF OFFICE 1

OFFICE 3

OFFICE 2

OFFICE 4

OFFICE 5

HALL 2

4
0

' -
 6

"

79' - 2"

B.2

B.6

B.8

02 41 00.C22

02 41 00.C22

02 41 00.C17

02 41 00.E7

02 41 00.E1

02 41 00.C17

02 41 00.E6

02 41 00.C35

02 41 00.C35

02 41 00.C14

02 41 00.E2

02 41 00.C57

02 41 00.C18

02 41 00.E5

02 41 00.E1

02 41 00.C59

02 41 00.C6002 41 00.E16

FLOOR AREA TO BE REMOVED

EXISTING WALL TO REMAIN

1-HR RATED WALL

1/2-HR RATED WALL

EXISTING WALL TO BE DEMOLISHED

PROPOSED WALL

WALL LEGEND

1. SEE STRUCTURAL DRAWINGS FOR EXTENT OF SLAB ON 
GRADE TO BE REMOVED

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

EXISTING AND DEMOLITION 1ST LEVEL FLOOR
PLAN

SCALE: 1/4" = 1'-0"1 EXISTING (DEMOLITION) 1ST LEVEL PLAN

KEYNOTES

02 41 00.C14 (E) CASEWORK TO BE REMOVED

02 41 00.C17 (E) DOOR AND FRAME TO BE REMOVED INDICATED BY
DASHED LINES, TYP.

02 41 00.C18 (E) WINDOW AND FRAME TO BE REMOVED INDICATED
BY DASHED LINES, TYP.

02 41 00.C22 (E) WALLS TO BE REMOVED

02 41 00.C35 (E) FIXTURES TO BE REMOVED

02 41 00.C57 (E) OVERHEAD SECTION DOORS TO BE REMOVED

02 41 00.C59 (E) WINDOWS AT LIGHT WELL TO BE REMOVED

02 41 00.C60 (E) CONCRETE CURB TO BE REMOVED AT THIS
LOCATION ONLY

02 41 00.E1 (E) WALL FINISH TO BE REMOVED. REMOVE (E) FRP
PANELS AT GARAGE. (E) FRAMING TO REMAIN

02 41 00.E2 (E) MOMENT FRAME AND CONCRETE PIERS TO REMAIN

02 41 00.E5 SELECTIVE AREA OF (E) SLAB ON GRADE TO BE
REMOVED, SSD

02 41 00.E6 SELECTIVE AREA OF (E) SLAB TO BE REMOVED FOR
ELEVATOR PIT

02 41 00.E7 (E) BEARING WALL TO REMAIN, SSD.

02 41 00.E16 (E) COMPRESSOR TO BE SALVAGED AND RELOCATED

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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FLOOR AREA TO BE REMOVED

EXISTING WALL TO REMAIN

1-HR RATED WALL

1/2-HR RATED WALL

EXISTING WALL TO BE DEMOLISHED

PROPOSED WALL

WALL LEGEND

1. DIMENSIONS ARE TAKEN FROM GRIDLINE TO FACE OF 
STUD. DIMENSIONS NOTED WITH CLR. ARE FROM FACE OF 
FINISH TO FACE OF FINISH.

2. FURNITURE, FIXTURES, AND EQUIPMENT SHOWN FOR 
REFERENCE. SEE FF&E PLAN AND SPECIFICATIONS

3. SEE RCP ON SHEET A205 AND A206
4. SEE ROOF PLAN ON SHEET A208
5. SEE WALL TYPES ON SHEET A901
6. FOR EXTERIOR WALL ASSEMBLIES/TYPES, SEE DETAIL 

CALLOUTS ON EXTERIOR ELEVATIONS
7. PROVIDE ADEQUATE BLOCKING IN WALLS FOR CABINETS 

AND WALL MOUNTED ACCESSORIES INCLUDING 
BATHROOM FIXTURES, SEE DETAIL 3/A902

8. PROVIDE FIRE BLOCKING FOR WALL CAVITIES THAT 
EXCEED CBC HEIGHT LIMITATIONS.

9. ALL WALL FRAMING TO EXTEND TO BOTTOM OF FLOOR 
FRAMING OR ROOF FRAMING, U.O.N.

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS

PROJECT TEAM

STAMP

3
/3

1
/2

0
2

2
 4

:5
7
:4

7
 P

M

C
:\
U

s
e

rs
\r

o
b
e

r\
D

o
c
u
m

e
n

ts
\K

e
n
s
in

g
to

n
 P

u
b
lic

 S
a

fe
ty

 B
u

ild
in

g
_

C
e

n
tr

a
l_

ro
b

e
rt

T
6

C
Y

Z
.r

v
t

A202

2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

PROPOSED 1ST LEVEL FLOOR PLAN

SCALE: 1/4" = 1'-0"1 PROPOSED 1ST LEVEL PLAN

KEYNOTES

03 30 00.A CONCRETE APP BAY FLOOR, SLOPE TO DRAINS. REFER
TO PLUMBING DRAWINGS FOR MORE INFORMATION

06 11 00.A INFILL (E) WINDOW OPENING AT INDICATED LIGHT
WELL

06 41 00.A BASE CABINETS, DOORS, DRAWERS, AND ADJUSTABLE
SHELVES

06 41 00.B UPPER CABINETS, DOORS, AND ADJUSTABLE SHELVES

06 43 00.A (N) WOOD FRAMED STAIR

08 33 00.A (N) OVERHEAD COILING DOOR WITH MOTOR AND
CONTROLLER

10 44 00.A FIRE EXTINGUISHER CABINET

10 50 80.A TURNOUT GEAR LOCKERS

11 23 00.A COMMERCIAL EXTRACTOR

12 36 19.A BUTCHER BLOCK COUNTERTOPS

12 36 23.A PLASTIC LAMINATE COUNTERTOPS

14 24 00.A1 HYDRAULIC ELEVATOR

22 11 12.B TRENCH DRAIN, SEE PLUMBING DRAWINGS

22 14 16.D (N) RAINWATER LEADER AT EXTERIOR, SEE PLUMBING
DRAWINGS

22 42 16.C DECON SERVICE SINK WITH INTERGRAL WORKTABLE,
SEE PLUMBING DRAWINGS

22 47 13.A HI-LO DRINKING FOUNTAIN, SEE PLUMBING DRAWINGS

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

5 PLANNING SUBMITTAL R1 01/06/2022

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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TYP.

02 41 00.C4502 41 00.C17
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02 41 00.C46

02 41 00.C49
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11' - 5" A.F.F.

13' - 7" A.F.F.

FLOOR AREA TO BE REMOVED

EXISTING WALL TO REMAIN

1-HR RATED WALL

1/2-HR RATED WALL

EXISTING WALL TO BE DEMOLISHED

PROPOSED WALL

WALL LEGEND

1. SEE STRUCTURAL DRAWINGS FOR EXTENT OF SLAB ON 
GRADE TO BE REMOVED

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS

PROJECT TEAM
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A203

2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

EXISTING AND DEMOLITION 2ND LEVEL FLOOR
PLAN

SCALE: 1/4" = 1'-0"1 EXISTING (DEMOLITION) 2ND LEVEL PLAN

KEYNOTES

02 41 00.C14 (E) CASEWORK TO BE REMOVED

02 41 00.C17 (E) DOOR AND FRAME TO BE REMOVED INDICATED BY
DASHED LINES, TYP.

02 41 00.C18 (E) WINDOW AND FRAME TO BE REMOVED INDICATED
BY DASHED LINES, TYP.

02 41 00.C22 (E) WALLS TO BE REMOVED

02 41 00.C32 (E) EQUIPMENT TO BE REMOVED

02 41 00.C35 (E) FIXTURES TO BE REMOVED

02 41 00.C44 (E) FLOOR AREA TO BE REMOVED FOR (N) ELEVATOR
SHAFT

02 41 00.C45 (E) FLOOR AREA TO BE REMOVED FOR (N) STAIRWELL

02 41 00.C46 (E) FLOOR AREA TO BE REMOVED FOR (N)
MECHANICAL SHAFT

02 41 00.C47 (E) FLOOR AREA TO BE REMOVED FOR (N) RAISED
FLOOR AREA, SSD.

02 41 00.C48 (E) RAISED FLOOR AREA TO BE REMOVED

02 41 00.C49 (E) EXTERIOR SIDING TO BE REMOVED, (E) FRAMING TO
REMAIN

02 41 00.C56 (E) WOOD FRAMED STAIR TO BE REMOVED

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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SCG1 - 2 X 2 ACOUSTICAL CEILING TILE
WITH CONCEALED EDGES AND SUPPORT
BARS. SEE SPECIFICATION FOR PANEL TYPE

GB1 -  GYP.BD. CEILING, PTD.

SUPPLY GRILLE, SMD.

RETURN GRILLE, SMD.

EXHAUST GRILLE, SMD.

CEILING FAN COIL UNIT, SMD.

MECHANICAL ACCESS PANEL, GLASS FIBER
REINFORCED GYPSUM (GFRG) RADIUS
CORNER SEAMLESS/CONCEALED ACCESS
HATCH. COORDINATE WITH EQUIPMENT
LOCATIONS.

REFLECTED CEILING LEGEND

RECESSED LIGHT FIXTURE, SED

SURFACE MOUNTED FIXTURES, SED

PENDANT LIGHT FIXTURES, SED

2X2 LIGHT FIXTURE, SED

LINEAR LIGHT FIXTURE, SED

WALL MOUNTED HVAC UNIT, SMD

INFRARED HEATER, SMD

1. SEE LIGHTING DRAWINGS FOR COMPLETE PLANS AND 
LIGHT FIXTURE SCHEDULE

2. SEE MECHANICAL DRAWINGS FOR HVAC EQUIPMENT AND 
DUCT SIZES.

3. COORDINATE ALL AUDIO/VISUAL DEVICE LOCATIONS WITH 
OWNER PRIOR TO INSTALLATION.

4. COORDINATE ALL SPRINKLER HEAD LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION.

5. LIGHTS AND CEILING COMPONENTS THAT APPEAR TO BE 
ALIGNED ARE TO BE ALIGNED, U.O.N. LIGHTS AND CEILING 
COMPONENTS THAT APPEAR TO BE CENTERED ON A 
WALL OR GRID LINE ARE TO BE CENTERED ON A GRID 
LINE OR WALL, U.O.N.

6. ALL CEILINGS AND SOFFITS ARE ATTACHED TO THE 
UNDERSIDE OF STRUCTURE, U.O.N. CONTRACTOR IS 
RESPONSIBLE TO PROVIDE ALL FRAMING, BLOCKING, AND 
SUPPORT TO PROVIDE FOR LEVEL CEILINGS AND SOFFIT 
FINISHES.

7. ALL CEILING ELEVATIONS ARE FROM ABOVE FINISH 
FLOOR.

8. NOT ALL CEILING ACCESS PANELS ARE SHOWN ON THIS 
CEILING PLAN. PROVIDE ADDITIONAL ACCESS PANELS AS 
REQUIRED TO ACCESS PLUMBING, MECHANICAL AND 
ELECTRICAL. SEE MEP DRAWINGS AND CONFIRM 
LOCATION WITH ARCHITECT.

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS

PROJECT TEAM
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

PROPOSED 2ND LEVEL FLOOR REFLECTED
CEILING PLAN

SCALE: 1/4" = 1'-0"1 PROPOSED 2ND LEVEL REFLECTED CEILING PLAN

KEYNOTES

02 41 00.E8 PAINT (E) CEMENT BOARD SOFFIT

02 41 00.E9 (E) CLEARSTORY LIGHT MONITOR

02 41 00.E10 (E) ROOF HATCH ACCESS DOOR

02 41 00.E11 (E) WALL MOUNTED LADDER FOR ROOF ACCESS TO
REMAIN

02 41 00.E12 (E) METAL FASCIA TO REMAIN

07 46 46.B PAINTED FIBER CEMENT BOARD SOFFIT PANELS

07 71 00.A METAL FASCIA TO MATCH (E)

08 60 00.A CURB MOUNTED FIXED SKYLIGHT

08 60 00.B CURB MOUNTED MOTOR OPERATED SKYLIGHT

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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B.2

B.6

B.8

02 41 00.E12

02 41 00.C52

TYP.

02 41 00.C53

02 41 00.C51

02 41 00.C5002 41 00.C50

02 41 00.E9

02 41 00.E10

02 41 00.C5402 41 00.C54

02 41 00.C53
02 41 00.C53 02 41 00.C53

FLOOR AREA TO BE REMOVED

EXISTING WALL TO REMAIN

1-HR RATED WALL

1/2-HR RATED WALL

EXISTING WALL TO BE DEMOLISHED

PROPOSED WALL

WALL LEGEND

1. ALL (E) MECHANICAL EQUIPMENT, DUCTS AND MOUNTS 
TO BE REMOVED.

2. ALL (E) RADIO EQUIPMENT TO BE SALVAGED. CONFIRM 
WITH KENSINGTON FIRE AND POLICE DEPARTMENTS FOR 
STORAGE OR RELOCATION.

3. SEE STRUCTURAL DRAWINGS FOR EXTENT OF (E) ROOF 
FRAMING TO REMAIN.

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

EXISTING ROOF PLAN

SCALE: 1/4" = 1'-0"1 EXISTING (DEMOLITION) ROOF LEVEL PLAN

KEYNOTES

02 41 00.C50 (E) ROOF COVERING TO BE REMOVED

02 41 00.C51 (E) ROOF FRAMING TO BE REMOVED FOR (N)
ELEVATOR OVERHEAD

02 41 00.C52 (E) SKYLIGHTS TO BE REMOVED

02 41 00.C53 (E) ROOF FRAMING TO BE REMOVED FOR (N) SKYLIGHT

02 41 00.C54 (E) METAL FASCIA TO BE REMOVED

02 41 00.E9 (E) CLEARSTORY LIGHT MONITOR

02 41 00.E10 (E) ROOF HATCH ACCESS DOOR

02 41 00.E12 (E) METAL FASCIA TO REMAIN

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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TYP
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A803
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23 31 00.A

FLOOR AREA TO BE REMOVED

EXISTING WALL TO REMAIN

1-HR RATED WALL

1/2-HR RATED WALL

EXISTING WALL TO BE DEMOLISHED

PROPOSED WALL

WALL LEGEND

1. SEE STRUCTURAL FOR TOP OF FRAMING. TOP OF 
ROOFING AND TOP OF FRAMING VARY.

2. ALL PENETRATIONS THROUGH ROOF SHALL BE FLASHED 
AND SEALED WATERTIGHT. SEE MEP DRAWINGS FOR 
ADDITIONAL PENETRATIONS.

3. ANTENNA TO BE PROVIDED BY OWNER AND INTALLED BY 
CONTRACTOR (OFCI), SEE LOW VOLTAGE DRAWINGS.

4. MIN. ROOFING INSULATION THICKNESS PER TITLE-24 
CALCULATIONS. 

5. TAPER ROOF SLOPES PER PLAN, MINIMUM 1/4" PER FOOT 
SLOPE.

6. PROVIDE WALK PADS FROM ROOF HATCH THROUGH ALL 
MAIN AISLES FROM ROOF HATCH TO ROOF TOP 
EQUIPMENT. 

7. PROVIDE ROOF CRICKETS AT SKYLIGHTS AND ROOF POP 
UPS AS REQUIRED FOR DRAINAGE. 1/4" PER FOOT SLOPE 
MINIMUM

8. SEE MECHANICAL DRAWINGS FOR HVAC DUCTING AT 
ROOF

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

PROPOSED ROOF PLAN

SCALE: 1/4" = 1'-0"1 PROPOSED ROOF LEVEL PLAN

KEYNOTES

02 41 00.E9 (E) CLEARSTORY LIGHT MONITOR

02 41 00.E10 (E) ROOF HATCH ACCESS DOOR

02 41 00.E12 (E) METAL FASCIA TO REMAIN

07 54 00.A CLASS A THERMOPLASTIC MEMBRANE ROOFING

07 71 00.A METAL FASCIA TO MATCH (E)

08 60 00.B CURB MOUNTED MOTOR OPERATED SKYLIGHT

14 24 00.A3 ELEVATOR HOISTWAY OVERHEAD

22 14 16.A (N) ROOF DRAIN AT EXISTING LOCATION. REUSE (E)
STORMWATER PIPING INSIDE BUILDING AND
RECONNECT TO THE (E) SYSTEM AT LOCATIONS
DOWNSTREAM OF (E) CONNECTION POINTS. RE-ROUTE
(E) PIPING TO AVOID SHEAR WALLS. CONTRACTOR TO
VERIFY (E) LOCATIONS IN FIELD. , SEE PLUMBING
DRAWINGS

22 14 16.B (N) ROOF DRAIN AND OVERFLOW DRAIN, SEE
PLUMBING DRAWINGS

22 14 16.C (N) ROOF SCUPPER AT (E) LOCATION, SEE PLUMBING
DRAWINGS

23 31 00.A HVAC DUCTS AND CASINGS, SEE MECHANICAL
DRAWINGS

23 72 00.A CURB MOUNTED AIR HANDLING UNIT, SEE
MECHANICAL DRAWINGS

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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WEST ELEVATION ONLY

PAINTED HORIZONTAL CEMENT BOARD SIDING

AREA OF SELECTIVE DEMOLITION

PAINTED SHINGLE CEMENT BOARD SIDING

METAL ROOF FASCIA

LEGEND

1. FOR DOOR SIZES AND TYPE, REFER TO DOOR SCHEDULE
2. FOR WINDOW SIZES AND TYPE, REFER TO WINDOW 

SCHEDULE

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS

PROJECT TEAM
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

EXTERIOR ELEVATIONS - WEST

SCALE: 1/4" = 1'-0"2 PROPOSED WEST ELEVATION

SCALE: 1/4" = 1'-0"1 EXISTING (DEMOLITION) WEST ELEVATION

KEYNOTES

02 41 00.C18 (E) WINDOW AND FRAME TO BE REMOVED INDICATED
BY DASHED LINES, TYP.

02 41 00.C22 (E) WALLS TO BE REMOVED

02 41 00.C49 (E) EXTERIOR SIDING TO BE REMOVED, (E) FRAMING TO
REMAIN

02 41 00.C54 (E) METAL FASCIA TO BE REMOVED

02 41 00.C57 (E) OVERHEAD SECTION DOORS TO BE REMOVED

02 41 00.E2 (E) MOMENT FRAME AND CONCRETE PIERS TO REMAIN

02 41 00.E9 (E) CLEARSTORY LIGHT MONITOR

02 41 00.E10 (E) ROOF HATCH ACCESS DOOR

02 41 00.E12 (E) METAL FASCIA TO REMAIN

07 46 46.A PAINTED FIBER CEMENT BOARD HORIZONTAL SIDING

07 46 46.C PAINTED FIBER CEMENT TRIM BOARD

07 71 00.A METAL FASCIA TO MATCH (E)

08 33 00.A (N) OVERHEAD COILING DOOR WITH MOTOR AND
CONTROLLER

08 41 00.A (N) ALUMINUM STOREFRONT WINDOW SYSTEM

08 51 13.A ALUMINUM CASEMENT WINDOW

14 24 00.A3 ELEVATOR HOISTWAY OVERHEAD

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

5 PLANNING SUBMITTAL R1 01/06/2022

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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PAINTED HORIZONTAL CEMENT BOARD SIDING

AREA OF SELECTIVE DEMOLITION

PAINTED SHINGLE CEMENT BOARD SIDING

METAL ROOF FASCIA

LEGEND

1. FOR DOOR SIZES AND TYPE, REFER TO DOOR SCHEDULE
2. FOR WINDOW SIZES AND TYPE, REFER TO WINDOW 

SCHEDULE

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

EXTERIOR ELEVATIONS - SOUTH

SCALE: 1/4" = 1'-0"2 PROPOSED SOUTH ELEVATION

SCALE: 1/4" = 1'-0"1 EXISTING (DEMOLITION) SOUTH ELEVATION

KEYNOTES

02 41 00.C18 (E) WINDOW AND FRAME TO BE REMOVED INDICATED
BY DASHED LINES, TYP.

02 41 00.E12 (E) METAL FASCIA TO REMAIN

02 41 00.E13 (E) CEMENT BOARD SHINGLE SIDING TO REMAIN.
PAINT, PATCH, AND REPAIR AS REQUIRED

08 51 13.A ALUMINUM CASEMENT WINDOW

08 51 13.B ALUMINUM FIXED WINDOW

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

5 PLANNING SUBMITTAL R1 01/06/2022

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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PAINTED HORIZONTAL CEMENT BOARD SIDING

AREA OF SELECTIVE DEMOLITION

PAINTED SHINGLE CEMENT BOARD SIDING

METAL ROOF FASCIA

LEGEND

1. FOR DOOR SIZES AND TYPE, REFER TO DOOR SCHEDULE
2. FOR WINDOW SIZES AND TYPE, REFER TO WINDOW 

SCHEDULE

SHEET NOTES

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

EXTERIOR ELEVATIONS - EAST

SCALE: 1/4" = 1'-0"2 PROPOSED EAST ELEVATION

SCALE: 1/4" = 1'-0"1 EXISTING (DEMOLITION) EAST ELEVATION

KEYNOTES

02 41 00.C17 (E) DOOR AND FRAME TO BE REMOVED INDICATED BY
DASHED LINES, TYP.

02 41 00.C18 (E) WINDOW AND FRAME TO BE REMOVED INDICATED
BY DASHED LINES, TYP.

02 41 00.C58 (E) LOUVERS TO BE REMOVED

02 41 00.E3 (E) DOOR TO REMAIN

02 41 00.E12 (E) METAL FASCIA TO REMAIN

02 41 00.E13 (E) CEMENT BOARD SHINGLE SIDING TO REMAIN.
PAINT, PATCH, AND REPAIR AS REQUIRED

08 11 13.A HOLLOW METAL DOOR AND FRAME

08 51 13.C ALUMINUM SLIDING WINDOW

08 91 00.A FIXED PAINTED ALUMINUM LOUVER

14 24 00.A3 ELEVATOR HOISTWAY OVERHEAD

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

5 PLANNING SUBMITTAL R1 01/06/2022

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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1. FOR DOOR SIZES AND TYPE, REFER TO DOOR SCHEDULE
2. FOR WINDOW SIZES AND TYPE, REFER TO WINDOW 

SCHEDULE

SHEET NOTES

PAINTED HORIZONTAL CEMENT BOARD SIDING

AREA OF SELECTIVE DEMOLITION

PAINTED SHINGLE CEMENT BOARD SIDING

METAL ROOF FASCIA

LEGEND

JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

EXTERIOR ELEVATIONS - NORTH

SCALE: 1/4" = 1'-0"2 PROPOSED NORTH ELEVATION

SCALE: 1/4" = 1'-0"1 EXISTING (DEMOLITION) NORTH ELEVATION

KEYNOTES

02 41 00.C17 (E) DOOR AND FRAME TO BE REMOVED INDICATED BY
DASHED LINES, TYP.

02 41 00.C18 (E) WINDOW AND FRAME TO BE REMOVED INDICATED
BY DASHED LINES, TYP.

02 41 00.C22 (E) WALLS TO BE REMOVED

02 41 00.C55 (E) METAL LOUVER TO BE REMOVED

02 41 00.E12 (E) METAL FASCIA TO REMAIN

02 41 00.E13 (E) CEMENT BOARD SHINGLE SIDING TO REMAIN.
PAINT, PATCH, AND REPAIR AS REQUIRED

07 46 46.D PAINTED FIBER CEMENT BOARD SHINGLE SIDING

08 11 13.A HOLLOW METAL DOOR AND FRAME

08 51 13.A ALUMINUM CASEMENT WINDOW

22 14 16.D (N) RAINWATER LEADER AT EXTERIOR, SEE PLUMBING
DRAWINGS

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

5 PLANNING SUBMITTAL R1 01/06/2022

7 ISSUED FOR BUILDING PERMIT 04/01/2022
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JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

BUILDING SECTIONS

SCALE: 1/4" = 1'-0"2 BUILDING SECTION 2

SCALE: 1/4" = 1'-0"1 BUILDING SECTION 1

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

2 PLANNING SUBMITTAL 11/01/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022









JOB NO.

CLIENT: KENSINGTON FIRE 
PROTECTION DISTRICT
217 ARLINGTON AVE
KENSINGTON, CA 94707
CONTACT: BILL HANSELL
T: (415) 378-9064

ARCHITECT: MARJANG ARCHITECTURE
930 COLE STREET STE 101
SAN FRANCISCO, CA. 94117
CONTACT: KAREN MAR
T. (415) 522-0600

STRUCTURAL: ZFA STRUCTURAL ENGINEERS
1390 EL CAMINO REAL STE 100
SAN CARLOS, CA 94070
CONTACT: MATT FRANTZ
T: (650) 394-8869

CIVIL: BKF ENGINEERS
1646 N. CALIFORNIA BLVD STE 400
WALNUT CREEK, CA 94596
CONTACT: ERIC SWANSON
T: (925) 940-2200

GEOTECH: HALEY ALDRICH
1956 WEBSTER ST #300
OAKLAND, CA 94612
CONTACT: CATHERINE ELLIS
T: (510) 879-4544

MEP: LIST ENGINEERING CO.
2 HARRIS CT STE A7
MONTEREY, CA 93940
CONTACT: RON BLUE
T: (831) 373-4390

AUDIO/VISUAL: SMITH FAUSE MCDONALD INC.
351 8TH STREET
SAN FRANCISCO, CA 94103
CONTACT: PETER MCDONALD
T: (415) 255-9140

ESTIMATOR: MICROESTIMATION INC.
850 S. VAN NESS AVE, #26
SAN FRANCISCO, CA 94110
CONTACT: HENRY TOORYANI
T: (415) 826-9626

DESCRIPTION

PROJECT ADDRESS
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2106 KENSINGTON FIRE PROTECTION DISTRICT
PUBLIC SAFETY BUILDING

217 ARLINGTON AVE.
KENSINGTON, CA 94707

FINISH SCHEDULE

FINISH SCHEDULE

ROOM NO. NAME FLOOR FINISH WALL FINISH BASE FINISH CEILING FINISH COMMENTS

101 APPARATUS BAY SC-1 GB-2, P-2, PH-1 CB-1 GB-2, P-2 PH-1: 8'-0" H WALL PANEL

102 COMPRESSOR SC-1 GB-2, P-2, PH-1 CB-1 GB-2, P-2 PH-1: 8'-0" H WALL PANEL

105 LOBBY PC-1 GB-1, P-1, FRL-1 RB-1 ACT-1 FRL-1: 3'-0"H WAINSCOAT

106 HALL 1 PC-1 GB-1, P-1, FRL-1 RB-1 ACT-1 FRL-1: 3'-0"H WAINSCOAT

107 STAFF CP-2 GB-1, P-1 RB-1 ACT-1

108 ELEVATOR SC-1 GB-1 N/A GB-1

109 EMR PC-1 GB-1, P-1 RB-1 GB-1, P-1

110 ADMINISTRATION CP-2 GB-1, P-1, TS-1 RB-1 ACT-1

111 MEETING CP-2 GB-1, P-1, TS-1 RB-1 ACT-1, GB-1, P-1

112 RESTROOM TL-3 TL-1 TL-1 COVED GB-2, P-2

113 STORAGE 1 CP-2 GB-1, P-1 RB-1 GB-1, P-1

201 (E) RADIO SDT-1 GB-1, P-2 RB-1 GB-1, P-2

202 (E) STORAGE 2 SDT-1 GB-1, P-2, FRL-1 RB-1 GB-1, P-2 FRL-1: 3'-0"H WAINSCOAT

203 (E) IT/ELEC SDT-1 GB-1, P-2 RB-1 GB-1, P-2

204 OFFICE 1 CP-1 GB-1, P-1, TS-1 RB-1 GB-1, P-1

205 CAPTAIN'S OFFICE CP-1 GB-1, P-1, TS-1 RB-1 GB-1, P-1

206 KITCHEN/DINING RF-1 GB-2, P-2 RB-1 GB-2, P-2

207 DAYROOM CP-1 GB-1, P-1 RB-1 GB-1, P-1

208 HALL 2 RF-1 GB-1, P-2, FRL-1 RB-1 ACT-1, GB-1, P-2 FRL-1: 3'-0"H WAINSCOAT

209 EXERCISE RR-1 GB-2, P-2, M-1 RB-1 ACT-1, GB-1, P-2

210 ELEVATOR GB-1 GB-1

211 HALL 3 CP-1 GB-1, P-2, FRL-1 RB-1 GB-1, P-2 FRL-1: 3'-0"H WAINSCOAT

212 DORM 1 CP-1 GB-1, P-1 RB-1 GB-1, P-1

213 DORM 2 CP-1 GB-1, P-1 RB-1 GB-1, P-1

214 DORM 3 CP-1 GB-1, P-1 RB-1 GB-1, P-1

215 LAUNDRY TL-3 GB-2, P-2 RB-1 GB-2, P-2

216 ADA BATH 2 TL-3 TL-1, TL-2 TL-1 COVED GB-2, P-2

217 BATH 1 RF-1 TL-1, TL-2 TL-1 COVED GB-2, P-2

218 STORAGE 3 RF-1 GB-1, P-2 RB-1 GB-1, P-2

INTERIOR FINISH MATERIALS:

FLOOR

PC-1

SC-1

SDT-1

RR-1

RF-1

RF-2

CP-1

CP-2

TL-3

  

DENSIFIED POLISHED SEALED CONCRETE
SPECIFICATION: 03 35 11
MFR: ADVANCED FLOOR PRODUCTS
SYSTEM: THE RETROPLATE SYSTEM
SEE SPECIFICATIONS

SEALED CONCRETE
SPECIFICATION: 03 35 11
MFR: ADVANCED FLOOR PRODUCTS
SYSTEM: RETROPEL
SEE SPECIFICATION

STATIC DISSIPATIVE TILE - 1/8" 
SPECIFICATION: 09 65 00
MFR: ROPPE
TYPE: ESD CONTROL
SIZE: 24" X 24"
COLOR: TBD

RESILIENT ATHLETIC FLOORING
SPECIFICATION: 09 65 00
MFR: ROPPE
TYPE: RECOIL FITNESS FLOORING
SIZE: 36" X 36" X 1/2"
COLOR: TBD

RESILIENT FLOORING
SPECIFICATION: 09 65 00
MFR: PARTERRE
TYPE: INGRAINED LUXURY VINYL PLANK
SIZE: 6" X 36" X 3MM
COLOR: EXOTIC WALNUT

RESILIENT FLOORING STAIR TREAD & RISER
SPECIFICATION: 09 65 00
MFR: ROPPE
TYPE: RUBBER RAISED TREAD, HEAVY DUTY,
           ABBRASIVE CONTRASTING STRIP,
           WITH RISER
NOSE: SQUARE
SIZE: VIF
COLOR: TBD

CARPET TILE
SPECIFICATION: 09 68 00
MFR: SHAW
TYPE: PATCRAFT ARTEFACT
SIZE: PLANK
COLOR: TBD
INSTALLATION: ASHLAR

CARPET TILE
SPECIFICATION: 09 68 00
MFR: TBD
SIZE:
COLOR:
INSTALLATION:

PORCELAIN TILE FLOORING
SPECIFICATION: 09 30 00
MFR: TBD
SIZE:
COLOR:
INSTALLATION:

BASE

RB-1

RB-2

CB-1

RESILIENT BASE
SPECIFICATION: 09 65 00.C
MFR: TARKETT 
STYLE: WALL BASE
COLOR: 
HEIGHT: 

RESILIENT BASE - COVED
SPECIFICATION" 09 65 00.C
MFR: TARKETT
STYLE: 
COLOR: 
HEIGHT:

CONCRETE CURB
SPECIFICATION: 03 00 00.B
SEALED
SEE SPECIFICATION

WALL

GB-1

GB-2

P-1

P-2

P-3

P-4

TL-1

TL-2

PH-1

FRL-1

GYPSUM BOARD
SPECIFICATION: 09 29 00
FINISH: LEVEL 5

GYPSUM BOARD - MOISTURE RESISTANT
SPECIFICATION: 09 29 00
FINISH: LEVEL 5

INTERIOR PAINT - LOW VOC
SPECIFICATION: 09 91 23
MFR: 
FINISH: EGG SHELL
COLOR: TBD

INTERIOR PAINT - LOW VOC
SPECIFICATION: 09 91 23
MFR: 
FINISH: SEMI-GLOSS
COLOR: TBD

INTERIOR PAINT METAL COATING -  LOW VOC
STANDARD PERFORMANCE ON SHOP PRIMED 
METAL
SPECIFICATION: 09 91 23
MFR: 
FINISH: SEMI-GLOSS (METAL COATING)
COLOR: TBD

INTERIOR PAINT METAL COATING -  LOW VOC
PREMIUM PERFORMANCE ON SHOP PRIMED 
EXPOSED STRUCTURAL STEEL
SPECIFICATION: 09 91 23
MFR: 
FINISH: SEMI-GLOSS (METAL COATING)
COLOR: TBD

PORCELAIN WALL TILE:
SPECIFICATION: 09 30 00.A
MFR: TBD
SERIES: 
SIZE: 
TRIM: BULLNOSE & OTHER WHERE REQUIRED
COLOR: TBD

PORCELAIN WALL TILE:
SPECIFICATION: 09 30 00.A
MFR: 
SERIES: 
SIZE: 
TRIM: BULLNOSE & OTHERS WHERE REQUIRED
COLOR: TBD

THICK PHENOLIC CORE LAMINATE PANELS
SPECIFICATION: 09 77 10.A
MFR: NEVAMAR THICKLAM
TYPE: CLASS A
FINISH: HPL SILVERLINE HAUTE
PANEL SIZE: 4'-0" X 8'-0" X .18"

FIBER REINFORCED LAMINATE PANELS
SPECIFICATION: 09 77 10.B
MFR: NEVAMAR FRL
TYPE: CLASS A
FINISH: TBD
PANEL SIZE: 3'-0" X 8'-0" X.125" THK

CEILING

GB-1

GB-2

ACT-1

GYPSUM BOARD CEILING
SPECIFICATION: 09 29 00.A
FINISH: LEVEL 5

GYPSUM BOARD - MOISTURE 
RESISTANT
SPECIFICATION: 09 29 00
FINISH: LEVEL 5

ACOUSTIC CEILING TILE
SPECIFICATION: 09 51 23
MFR: ROCKFON
SIZE: 2'-0" X 4'-0"
EDGE: SQUARE TEGULAR
COLOR: WHITE

CASEWORK

CT-1

CT-2

CT-3

HPL-1

HPL-2

HPL-3

HPL-4

ML-1

STAINLESS STEEL COUNTERTOP AND BACKSPLASH
SPECIFICATION: 05 59 00
SEE SPECIFICATION

HIGH PRESSURE PLASTIC LAMINATE CLAD COUNTERTOP
SPECIFICATION: 12 36 23
MFR: WILSONART
TYPE: TRACELESS
COLOR: TBD

BUTCHER BLOCK COUNTERTOPS
SPECIFICATION: 12 36 19
MFR: JOHN BOOS @ CO. OR EQUAL
TYPE: HARD ROCK MAPLE W/ CLEAR SEALER
SIZE: 3" THK

CABINET FACE HIGH PRESSURE LAMINATE
SPECIFICATION: 12 36 61
MFR: WILSONART
TYPE: TRACELESS
COLOR: TBD
EDGE BANDING: MATCH

CABINET FACE HIGH PRESSURE LAMINATE
SPECIFICATION: 12 36 61
MFR: WILSONART
TYPE: TRACELESS
COLOR: TBD
EDGE BANDING: MATCH

CABINET FACE HIGH PRESSURE LAMINATE
SPECIFICATION: 12 36 61
MFR: WILSONART
TYPE: TRACELESS
COLOR: TBD
EDGE BANDING: MATCH

CABINET FACE HIGH PRESSURE LAMINATE
SPECIFICATION: 12 36 61
MFR: WILSONART
TYPE: TRACELESS
COLOR: TBD
EDGE BANDING: MATCH

MELAMINE INTERIOR CABINET FACE
MFR: TBD 
FINISH: COMMERCIAL GRADE MELAMINE (NON VOC)
COLOR: TBD

MISC.

BL-1

TS-1

M-1

ROLL DOWN BLINDS
SPECIFICATION: 12 21 23
PRODUCT NAME:
COLOR:

TACKABLE SURFACE
SPECIFICATION: 10 11 00.B
MFR:
TYPE:
SEE SPECIFICATION

MIRROR
SPECIFICATION: 08 83 00.A

NO. DESCRIPTION DATE

1 PRELIMINARY SCHEMATIC PRICING SET 09/27/2021

3 50% DESIGN DEVELOPMENT 11/19/2021

4 100% DESIGN DEVELOPMENT 12/17/2021

7 ISSUED FOR BUILDING PERMIT 04/01/2022
















































	A000 - COVER SHEET
	A001 - TITLE SHEET

